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EXISTING OFFICE
(]

REMOVE PORTION OF
WALL FOR NEW DOOR
LOCATION. 2 o

M OF WALL

LAV TO REMAIN,
FAUCET TO BE
REPLACED. EXISTING

DISPOSE OF TOILET, —

FOR REPLACEMENT IN
NEW PLAN.

REMOVE PORTION
\ 20", (7'H.)
C

ﬂiREMOVE INTERIOR -

PARTITION.

DEMOLITION NOTES:
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3-0" 6'-1 1/2"
REMOVE PORTION OF (7'H.) '

WALL BACK TO
DIMENSION SHOWN TO
ACCOMMODATE
PORTION OF NEW
DOORWAY.

0 O——r=--

REMOVE DOOR

AND DOOR FRAME.
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EXISTING FLOOR PLAN & DEMOLITION NOTES

Scale 3/16"=1'-0"
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5'—g" / 24-8 1/2"

|
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M- NEW FIRE RATED WALL,
SEE DETAIL 5/A6.

5'-2 1/2"

OPEN OFFICE

EXIST.

RELOCATED ELECTRICAL
PANELS.

NEW FLOOR JOISTS WITH
PYLWOOD SUBFLOOR, ELEVATED
TO SURROUNDING FINISH FLOOR,
TIE INTO EXISTING CONCRETE

NEW CABINETRY WITH
LAMINATE COUNTERTOP.

;R FILL OLD L

T*f WINDOW OPENING.

1
e/

WEATHERPROOF & SEAL NEW
STRUCTURE TO EXISTING RAILCAR.

SOUTH
ELEV.

.¥NEW FIXED GLASS WINDOW
32x60, IMPACT RESISTANT,
SEE SPECIFICATIONS.

~56x801

. REMOVE AND DISPOSE OF ALL INTERIOR

CARPET, CLEAN SUB—-FLOOR FOR NEW
FLOORING INSTALLATION.

. REMOVE EXISTING VCT IN RESTROOM, CLEAN

SUB—FLOOR FOR NEW FLOORING INSTALLATION.

. KEEP ALL DOORS REMOVED, TO BE RE—USED

IN NEW PLAN.

. TOILET ACCESSORIES TO REMAIN IN PLACE,

UNLESS THEY ARE NON—ADA COMPLIANT, OR
BECOME A HINDRANCE DURING RENOVATIONS.
DAMAGES ARE RESPONSIBILITY OF CONTRACTOR.

CONSTRUCTION NOTES:

OPENING.

RECEPTION

NEW LAMINATE ——
COUNTERTOP AND

° QOFFICE o FLOOR.
[ve]
é NEW DOOR.
NEW PARTITION
AND DOOR, SEE S »
DETAIL 4/A6 FOR .
TYP. WALL DETAIL. —r--' ------ :
MIN.
1 3ex80 [ R
EXISTING //—\\\ 3 =
: l—FILL OLD DOOR
LAVATORY WITH / \ /
NEW FAUCET. [ \ &
\RESI_BSEM /; -
\ il
NEW TOILET. \\\_’// o

UNDER SUPPORTS.

D D SN

NOTE: VERIFY 1 HOUR FIRE
RATING AT ALL WALLS
SEPERATING CAFE AND NEW
OFFICE SPACE, SEE DETAIL 2/A6.

\—FILL OLD DOOR OPENING
(1 HR. RATING).

— NEW LAMINATE COUNTER

AND RECEIVING WINDOW, PUBLIC
ADA HEIGHT. ENTRANCE
(6

\A

WEST
ELEV.

o

1NN

NN

N REPLACE WINDOW CASING AS

NEEDED, ON ALL WINDOWS/DOOR

AT FRONT LOBBY.

NORTH
ELEV.

PROPOSED FLOOR PLAN

Scale 3/16"=1'-0"

. ALL ELECTRICAL WORK TO BE HANDLED BY

LICENSED ELECTRICAL CONTRACTOR.

. EXISTING SYSTEMS WITHIN THE RENOVATION

SPACE TO BE KEPT INTACT, UNLESS OTHERWISE
NOTED. IF NEEDED, CONTACT OWNER FOR
RESOLUTION ON NEEDED ALTERATIONS.

. REPAIRS TO EXISTING CONDITIONS DUE TO THE

REMOVAL OF THE CABOOSE SHALL BE
INCLUDED.

.IN EACH AREA OF NEW CONSTRUCTION, MATCH

THE WALL FINISHES AND TRIM TO THE
SURROUNDING WALLS. IE. WAINSCOTING, BASE
MOLDING, ETC.

. CHECK WINDOW CASINGS, AND FIX/REPLACE AS

NEEDED.

. CHECK ALL EXTERIOR FINISHES OF OFFICE

STRUCTURE, AND FIX/REPLACE AS NEEDED.

. CONTRACTOR TO VERIFY ADA COMPLIANCE ON

ALL RESTROOM FIXTURES; TOILET, LAVATORY,
FAUCET, GRAB BARS, ETC.

. CONTRACTOR TO VERITY ADA COMPLIANCE ON

ALL ASPECTS OF CONSTRUCTION; ENTRANCES,
EXITS, WALKWAYS, ETC...
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Notes:

ALL DIMENSIONS SHOWN ON PLANS
ARE SHOWN FOR REFERENCE ONLY,
AND NEED TO BE FIELD VERIFIED.
DISCREPANCIES FOUND IN THE FIELD,
TO BE BROUGHT TO OWNER'S
ATTENTION IMMEDIATELY FOR
RESOLUTION.

USE OF THESE FILES AND DRAWINGS
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TO THE FOLLOWING:
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PREPARED. MATERIAL SHALL NOT BE
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(WHOLE OR IN PART) FOR ANY OTHER
PURPOSE THAN THAT FOR WHICH IT
WAS INTENDED IS STRICTLY PROHIBITED.
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